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U.S. ENVIRONMENTAL PROTECTION AGENCY UST INSPECTION CHECKLIST- REGION 6 

OWNER OF TANKS LOCATION OF TANKS 

NAME: · Coushatta Tribe of Louisiana TEL: NAME: Coushatta Convenience Store TEL: (337) 584-159D 

ADDRESS: PO Box 818 ADDRESS: 3624 Powell Road 

CITY, STATE, ZIP: Elton. LA 70532 CITY, STATE ZIP Elton. LA 70532 

EMAIL: PERS. PRESENT & TITLE: Kenneth Wilson. Manager/Director 

CONTACT PERSON: TEL: (337) 564 1401 FACILITY ID#: 0135 LA COUNTY: Allen 

TANK INFO: TANK# 1 2 3 4 5 6 7 8 

MONNR TANK INSTALLED 12/1995 1211995 12/1 995 

CAPACITY (GAL) 10,000 8000 8000 

MATERIAL OF CONSTRUCTION STI-P3 STI-P3 STI-P3 

Tank Status (A-Active, T-Temp. Closed) A A A 

SUBSTANCE STORED Reg gas P gas Diesel 

REL' DETECTION METHOO(S) (SIR, ATG, ATG ATG ATO EMCO 1500 
GW, VM, INV&TTT, INTER, OTHER) 

PIPING INFO 

MATERIAL OF CONSTRUCTION FRP FRP FRP 

PRESSURE/SUCTION (P OR S) p p p 

AUTO. LINE LEAK DETECTORS? (YIN) y y y 

ANNUAL LLD FUNCTION TEST DATE: 09-08-09 09-08-09 09·08-09 

LINE TIGHTNESS TEST DATE QB. 09-08-09 09-08-09 09-08-09 

MONTHLY RD METHOD USED NA NA NA 

SUCTION ONLy. OATE OF TEST OR NOT RQO NA NA NA 

SPILL PROTECTION (Answer Y or N) 

SPILL BUCKET ON FILL? y y y 

OVERFILL TYPE (Answer Yes, No or UNK (Unknown)). If Unknown request facility verify and provide documentation. NEEDS DOCUMENTATION 

BALL FLOAT y y y 

FLAPPER VALVE (IN DROP TUBE) 

AUOIONISUAL 

CORROSION PROTECTION FOR TANK~;(Tested within 3-6 months of installation,repair & every 3 years.) Answer Y or N below. CP test date: 5-25-07 

IMPRESSED CURRENT (NACE?) NA NA NA 

GALVANT IC (NACE?) y y y 

DATE OF INTEGRITY TEST NA NA NA 

NONE REQUIRED 

CORROSION PROTECTION FOR PIPING AND PIPING COMPONENTS {DISPENSER SUMPS AND PUMPS)- CP Test Date: 05-29-2007 

BOOTED (O=Disp., P =Pump) DO D P DO DP DO DP DO D P DO DP DO DP DO DP DO DP 

ISOLATED FROM SOIL & WATER 0 • M DO DP DO DP DO DP DO D 'P DO D P OD DP DO D P DO DP 

IMPRESSED CURRENT (NACE?) 0 ·M D O OP DO OP DO DP DO DP DD D P DD DP OD DP DD OP 

SPIKE/ SACK AN NODES (NACE?) D·M 181 0 181P 181 0 181P 1810 181P DD DP DD DP DO DP DO D P DD DP 

FINANCIAL RESPONSIBILITY (CIRCLE) STATE TRUST FUND- SELF/INSURED-~- RISK RET. GROUP· GUARANTEE-SURETY BOND- LOC· TRUST FUND· OTHER 

If Insurance: Name o! Company & ccntact: Zurich (Willis of Alabama) agent Heather Rehm-Steller, NY, NY 

INSPECTOR NAME: Larry L. Thomas I •~ 2 ~PECTION 04/20:'2010 TIME 0830 
PRINT SIGNATURE 

LAT_ 30° 31.4 11' LONG 92° 42.857 ' 

ENFORCEMENT ACTION: Y N FIELD CITATION N If Yes # USTS- Tribal OR&IW REVISION 2: 03/2010 



Facility Name: _ _ coushatta Convenience Store 

REQUIREMENTS FOR STI-P3 TANKS WITH SACRIFICIAL ANODES 

~ - . 
Yu No Unknown~ documentauo~ 

0 0 181 Ove!fiil Prevent1on. (CI\Kl< on•l 

0 Ball tloat valve 0 Butterlly vatve 0 Alarm system 

181 0 Catclvnent Basins are inslailed at r•1 pons. 

181 0 Calhodlc Protect.ion test has been performed within the 

past three years f r tank ll o.Ctr '"''" 3 yean) 

181 0 Test results show a negative voltage of at least 0.85 voNs. 

181 0 The past two test results are available. 

181 0 Installation checklist is available 

181 0 Designed by a NACE certified Corrosion Engineer. 

181 0 UST compatible with substance stored 

RELEASE DETECTION FOR PRESSURIZED PIPING 

1: Must have one of the following: 

Type of Automatic Line Leak Detector 

181 Ma.nuallLD 0 Electronic LLD 

Manufaclurer, Name & model !if knowol 

2: Must have the following: 

181 0 Anrual line teak detector function test dale~ 

3: Must have one of the following and records: 

181 0 Annual line tightness test date ~OR 

0 0 Monthly release detection method used: select one; 

0 GW 0 VM 0 SIR 0 IM 0 Other --- ---

11 0 Monthly testing records or annual test is available for the 

past 12 months. 

Inventory ControUSiicking or ATG 

0 0 Measunng to n&a'llst 1/6 1nch 

0 0 Appropoate ca: brat on Chart IS useo for calcu'at ng 

volume. If ooATG (Cheek Ye11f ATG) 

0 0 Dispensers are calibrated to Within 6 cubic inches/5 gal 

0 0 Drop tubes in fill p1pe extend to W1lh1n one foot of tank 

bottom. 
0 0 Records inClude cheeks for monthly water mon1t0Mg 

0 0 Gaug ng st Ck 1s 1n good condition. If no ATG 0 :lll. 

0 0 Dehvenes are entered 11110 tnveotory records 

0 0 Mon tonng doeumenta~on avaolable for past 12 months 

0 0 Overages and shortages are less that 1% + 1 30 ga ons 

of tanks ~ow-through volume 

Manual Tank Gauging 
0 0 Records show liqu,d level measurements are take~ at 

beginning and ena of penod of at least (C~rcle one 36. 44 58 

hours) dunng wh·ch no t,quid •• added to or removed from the 

tan!< 

0 0 AI tank(s) for wh ch MTG II used are 1JI'lder 2 000 ga ons 

,, capaoty. 

0 0 Lev~ meas~rements are based on average of two 

consecutive st1ck read ngs at bol!l beg nnlng and end of penod 

0 0 Monthly average of var1a~on measurements is less than 

standard for s1ze and diameter of tank 

0 0 A I mo1111onng record& area available for las\12 months 

Facility 10 Number: __,0"-'1..,._3><-5-=L"-'A.._ 

REQUIREMENTS FOR STEEL UST WITH IMPRESSED CURRENT 

Yu No Unknown 

0 0 0 Overt I Prevention (ChO<l< ••• 

0 Sa float valve 0 Butterfly valve 0 A arm sys1em 

0 0 Ca:c:hmenl Bas ns are mta oo at fill pons 

0 0 Impressed Current system des1gne<1 0y a NACE cert fed 

Corros1on Eng,neer 

0 0 lmpressoo Current Rectifier .s operar.ng 24 hours a day 

0 0 OWner 1nspeci10n results eve('f 60 days -records of th s af\d 

other CP tnspellonsltests 

0 0 Test results show a negative voltage of at least 0.65 volts 

0 0 InstallatiOn chocklist1s ava1lable 

0 0 UST oompa:,Die w.t~ $\.Dstance stored 

REQUIREMENTS FOR SUCTION PtPINO INSTAJ..LATION$ (Non-e•empl, 

Leak detection required) 

0 0 L1ne l ightness test performed every three years 

OR 

0 0 Monthly re ease detection metnod used Select one 

0 GW 0 VM 0 SIR 0 IM 0 ()the(------

CATHODIC POTECTION FOR PIPINGIFITTlNGS 

0 181 All metal componenls are isolated from soil 

181 0 Metal components in contact with soil have cathodiC 

protection: TYPE of CP: 

181 Galvanic 0 Impressed Current 

3 year test date: 05-29-2007 

Vapor Monitoring 

0 0 Well clearly marked and see<Jred 

0 0 UST excavation zone was assessed poor to vapor mo011or1ng 

system 'nstallatlon 

0 0 Documental on for tne last12 months ·s ava1lable 

0 0 Vapo< mon :onng eq..,pment has been cal brated w1tn.n the 

last yea• 

0 0 Wells are placed w.th'n the excavation zone. 

REQUIREMENTS FOR FIBERGLASS TANKS 

Yes No Unknown 

0 0 0 Overfill Prevent on cr otk or·•l 

0 Sa• float va ve 0 Butterfly va ve 0 A' arm 

systen 
0 0 CatCM'lent Bas ns a·e rsla ed at fdl ports 

0 0 lnsta auon cnec<l'st 1s ava aDie 

D 0 U~T' ~ornr..ttiNc \\;th ..uhur~~ !tton:d 

Temporary Closed Tanks: How many?----

Date remove~ from service 

Yes No Not Appt Yes No 

0 0 0 Cathod•c Pro:ectioo 0 0 Tri Empty 

Empty • en than Of ecua • ·12 54ctn) of p'Oduct/s L'OQe 

0 0 Re ease de:ec~~on mont'>ly If not empty 

REQUIREIIIENTS FOR SUCTION PIPING lNSTAJ..L.ATIONS ( .. empt 

type) 

0 O P1p1ng system operates at less than atmosphenc pressure 

0 0 P1p1ng system has only one check va ve located beneath 

d•spenser 

0 0 S ope ol pop;ng system a lows product to dra n baok .n:o 

tan~ ~n suet on IS re eased 

0 0 All•nfC>mlatlon on suct.on ptp.ng was venfed by 

Inspector 

StatJstJcaJlnventory Reconciliation 

ManufactiJfet name & mode------------

0 0 Method IS trurd-party certJfied for ••ze of tank(s) and able 

to detect 0 2 gpn 

0 0 Owner can oemonstrate 1nvantory control requirements 

are all mel. 
0 0 Records Include checks lor monthly water monitoring 

0 0 De'ivanes are entered 1nto inventory records 

0 0 Moo1tor1ng and tesbr.g are ma1nta•ned af\d available for 

tl'e past 12 months 

Ground Water Monitoring 

0 0 Well clearly marked and secured to avo1d unauthonzed 

access or tamper~ng 

0 0 S1te anessment performed pr or to 'nslallahon of wells 

0 0 Oocumel'lal·on of monthly reed ngs s ava•"'b a for past 

12 montns 
0 0 G<ound water s not more than 20 feet from ground 

surface 
0 0 Ground water •s mon.tored manually us1ng baler system 

0 0 Grouf\d water Is mon•tored automatically If auto. 

descnbe monltonng system. -----------

lntentili.J Monitoring for Double Walled Tanks 0 Yes 0 No 
Autollliltic Tank Gauging 

Manufacturer. Name and model: EMCO 1500 

Manufacturer & name of system:--------------------
0 0 Ta.ok mon>tonng system •• etectro~oc and conlltluous 

0 0 System 1S able to detect release from any portJon of tank that rou\lnely oonta ns prod<>Ct 

0 0 Records are available w.l!l reed1ngs for last 12 months verlfy•ng Pass 

0 0 Able to venfy that mon,tonng system Is 1n working cond•llon 

0 0 Oocumentat1on 11 ava•lable lnd,cat1ng any repa.rs accomplished for the last i 2 months 

181 0 Method is Third Party cef1ified for sae & type of lank & can detect 0.2 gph. 
181 0 Documentation i.s ava:Jabte to verify ATG was •n leak tes! mode a minimum of once per month 

and that system obtained a PASS. \2 months of records available. 
181 0 Monitoring console was evident and in proper working condition. There are no waming lights 
or alarms. 
181 0 Maintenance/calibration records are available upon request for ATG and probes 

Type of facility: circle applicable types: Federal State County Municipal OM NOM L M S Tribally Owned Tribal land - Private 

Existing USTs? If Yes- (installed before 12122188) Are USTs 4l9f8ded for 1998 standards? Yes 0 No 0 IF No: Cirde one of the hems below: 

Circle one: Upgrad1ng Permanently closed Temporary closed Close/replace 

Tribal OR&IW RE VISION 2:03/20 10 
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Picture Log for Coushatta Convenience Store ID 0135 LA 4/20/2010 

Picture 

1 
2 
3 
4 
5 

Description 

Picture of facility 
Picture of Convenience Store 
Unleaded spill bucket 
Unleaded spill bucket close up 
Dispenser closest to Store - anodes present 



-f) 
N 

N 

~ 
-J 

~ .. 
• 

\.f\ 
M 

\) 

0 ~ 
~ 

M 

J 
\. 
(.) s 
~ 
J 
~ 
~ 
~ 

\ 
~ 

c_) 

tJ 
~ 
~ 

·~ 

" ::> 

'M 
0 I (_) 

I 



0 

' Q 

N 



THE UNITED STATES 
ENVIRONMENTAL PROTECTION AGENCY 
UST/SOLID WASTE SECTION (6PD-U) 
1445 ROSS AVENUE 
DALLAS, TX 75202-2733 
Tel: (214) 665-8344 FAX: (214) 665-7263 
Attn: Larry L. Thomas 

INSPECTOR OBSERVATION REPORT 
FOR INDIAN COUNTRY UST SYSTEMS 

OWNER AND/OR OPERATOR FACILITY 

NAME __ Coushatta Tribe of Louisiana __ NAME_ Coushatta Convenience Store 

ADDRESS PO Box 818 ADDRESS_ 3624 Powell Road_ 

~
TY AND STATE Elton. LA 70532 
37 }) 
L 5 ... f 'f-14 QJ EMAIL 

CITY AND STATE_Eiton, LA 70532 h 
,j 1'\ e .t; 

TEL (337) 584-1590 Contact: " · ~ ~ \ .S 0~c ID# 0135LA 
' 

0 No deficlenc•es observed at the conclusion of this inspection. 

iji'The above named facility was inspected by a duly authorized representative of the United States Environmental Protection Agency (EPA). 
The following are the EPA inspector's observations with milestones to be met: , 

A 11 r e I ~ " J c. tl ( 1. < <" I: , ~ Y' e c ~:. "'" tt.,_ c. Lh' v-~ ~ c.-If p c J J c.L · 
/Ve_~ 

;--i~ .i,.,.J r4 
r,. c.: , I . f- y "" c. I I IV1 ~ :"' + ~ ,,., .,:' d._... • 

You can fax the documents to (214) 665-7263 Attn: Larry L. Thomas. 
If you have any questions at all, please contact me at thomas.larrv@epa gov or you can call me at (214) 665-8344 

Tribal OR&IW REVISION 2: 0312010 

Name of Owner/Operator representative: Name of EPA Representative: 

¥.1 4 .t--J4 !.A/ vr:·)<) eYe---, Larry L. Thomas 
nlease Print) 

~-~~- ~/ 
vI J (Signature) 


